
2” Air valve up 
stream of isolation 
to be enclosed.

Direction of 
Flow

Flow from Low Level Outlet 
Works. Can only be isolated at 
these valves. 2” Air valve line is 
on the upstream side of the 
isolation valves.

NOTES:
• The bypass line to be isolated is 36” 

ID, 1/4in wall, steel pipe of unknown 
grade.

• The bypass line is coal tare coated 
on the inside of the pipe.

•  



Likely 0.218 inch thick



Approximate 
Room 
Dimensions



2” Air Valve and 
Line

36” Motor Operated 
Butterfly Valve

2” air valve 
and line to be 
enclosed




